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SAFETY CODE FOR ELEVATORS AND ESCALATORS 2010

APPLICABLE CODES/CRITERIA/DESIGN POLICY:
AUTHORITY HAVING JURISDICTION:
County of Santa Cruz

ACCESSIBILITY GUIDELINES

ADA ADA STANDARDS FOR ACCESSIBLE DESIGN BY THE U.S.
DEPARTMENT OF JUSTICE

2010

CODE COMPLIANCE APPROACH:
THE PROJECT WILL BE A TYPE II-A FULLY SPRINKLERED BUILDING
FOUR STORIES IN HEIGHT AND 160,000 BGSF. OCCUPANCIES OF A-3
(CAFE & CONFERENCE CENTER) AND B (MEDICAL OUTPATIENT
CLINICS) OCCUPY LEVEL 1. LEVEL 2 CONTAINS I2.1 (OUTPATIENT
SURGERY) AND B (MEDICAL CLINICS) OCCUPANCIES. LEVEL 3 & 4 ARE
PRIMARILY B (MEDICAL CLINICS) OCCUPANCY. LEVEL 4 INCLUDES A-3
OCCUPANCY (CONFERENCE CENTER) FOR INTERNAL USE. THE
PROJECT IS UNDER THE JURISDICTION OF AND WILL BE PERMITTED
BY THE COUNTY OF SANTA CRUZ.
 
OSHPD 3 AREAS OCCUR IN I-2.1 AREAS (INSTITUTIONAL - OUT PATIENT
AREAS)
 
 
 

TYPE OF CONSTRUCTION:

PRIMARY STRUCTURAL FRAME :
BEARING WALLS (EXT) :
BEARING WALLS (INTR) :
NON-BRG WALLS AND PARTITIONS (EXT)

NON-BRG WALLS AND PARTITIONS (INTR) :
FLOOR CONSTR AND SECONDARY MEMBERS :
ROOF CONSTR AND SECONDARY MEMBERS :

IIA

1 HOURS
1 HOURS
1 HOURS

0 HOURS
0 HOURS

1 HOURS
1 HOURS

PER CBC TABLE 602:

UNLIMITED UNPROTECTED OPENINGS

EXIT CAPACITY FACTORS:

MINIMUM REQUIRED EGRESS WIDTH :
STAIRWAYS
OTHER EGRESS COMPONENTS

SPRINKLERED

*REFER TO THE LIFE SAFETY PLANS FOR COMPLIANCE WITH 
MEANS OF EGRESS WIDTH REQUIREMENTS.

[PER CBC 1005.1]

0.3
0.2

MEANS OF EGRESS:

DOORS :

THE MINIMUM CLEAR WIDTH AND HEIGHT OF A DOOR SHALL 
NOT BE LESS THAN 32 INCHES AND 80 INCHES RESPECTIVELY.

DOORS SHALL SWING IN THE DIRECTION OF EGRESS TRAVEL, 
WHERE SERVING AN OCCUPANT LOAD OF 50 OR MORE 
PERSONS.

*REFER TO THE LIFE SAFETY PLANS FOR ACTUAL MEASURED 
DISTANCES.

[PER CBC 1008.1.1]

[PER CBC 1008.1.2]

A. THE BASIC ACCESSIBILITY SHEETS IN THIS DRAWING SET
(G2.3.X SERIES) REPRESENT THE GENERAL GUIDELINES FOR
ACCESSIBILITY. SPECIFIC ACCESSIBILITY REQUIREMENTS, IF
DIFFERENT, ARE ILLUSTRATED IN DETAIL BY THE DRAWINGS
AND SPECIFICATIONS.

NOT USED

A. A SIGN COMPLYING WITH IBC SECTION 1110 SHALL BE
PROVIDED AT EACH LANDING OF THE ELEVATOR AND SAY THE
FOLLOWING: "IN FIRE EMERGENCY, DO NOT USE THE
ELEVATOR.  USE EXIT STAIRS."

B. INTERIOR WALL & CEILING FINISHES SHALL HAVE A FLAME
SPREAD INDEX RATING OF NO MORE THAN CLASS B AT
VERTICAL EXITS & EXIT PASSAGEWAYS AND EXIT ACCESS
CORRIDORS AND OTHER EXITWAYS.

C. INTERIOR WALL & CEILING FINISHES SHALL HAVE A FLAME
SPREAD INDEX RATING OF NO MORE THAN CLASS C AT ROOMS
AND ENCLOSED SPACES.

D. ALL MATERIALS EXPOSED WITHIN DUCTS OR PLENUMS SHALL
HAVE A FLAME SPREAD RATING INDEX NOT MORE THAN 25 AND
A SMOKE DEVELOPED RATING OF NOT MORE THAN 50.

E. FIRE EXTINGUISHERS SHALL BE LOCATED SUCH THAT A
MAXIMUM TRAVEL DISTANCE OF 75' SHALL NOT BE EXCEEDED
(WHERE REQUIRED BY CODE).

F. LEVEL/ AREA MAIN OCCUPANCY EXIT SIGN LOCATIONS MAY
NOT BE SHOWN. REFERENCE ELECTRICAL SHEETS FOR ALL
EXIT SIGN LOCATIONS.

G. FIRE RESISTIVE ASSEMBLY DETAILS, IF APPLICABLE, ARE
LOCATED ELSEWHERE IN THIS DRAWING SET PER THE SHEET
INDEX.

H. ELEVATOR HOISTWAY OPENINGS SHALL BE PROTECTED AS
REQUIRED BY THE CODE, CORRESPONDING TO THE RATING OF
THE HOISTWAY.

J. EVERY ASSEMBLY OCCUPANCY ROOM OR SPACE SHALL HAVE
THE OCCUPANT LOAD POSTED IN A CONSPICUOUS PLACE.

A. THE PURPOSE OF THE FIRE AND LIFE SAFETY DRAWINGS IS TO
ILLUSTRATE IN SCHEMATIC FASHION, THE APPLICABLE
EXITING, FIRE-RESISTANCE, AND LIFE SAFETY CONCEPTS
UTILIZED BY THIS PROJECT; INCLUDING, BUT NOT LIMITED TO:
 - OCCUPANCY CLASSIFICATIONS
- OCCUPANCY LOAD FACTORS
- EXIT LOCATIONS, EXIT PATHS & CAPACITY
- FUNCTION OF SPACE
- FIRE-RESISTANCE RATED CONSTRUCTION
- AND OTHER STRATEGIES RELATED TO THE CODE
COMPLIANCE APPROACH OF THIS PROJECT.

B. ADDITIONAL DETAILED REQUIREMENTS APPLY TO THE
CONSTRUCTION OF PARTITIONS, FIRE RATED DOOR
ASSEMBLIES, INTERIOR GLAZED OPENINGS, DUCTS, SMOKE
AND FIRE DAMPERS AND THROUGH PENETRATION FIRE
STOPPING. REFER TO THE DRAWINGS OF EACH DISCIPLINE
AND THE SPECIFICATIONS FOR THESE REQUIREMENTS.

C. ADDITIONAL DETAILED REQUIREMENTS SHOWN ELSEWHERE
MAY REQUIRE CONSTRUCTION HAVING GREATER FIRE
RATINGS, MORE EXTENSIVE FIRE-RATED CONSTRUCTION,OR
MORE COMPLEX ASSEMBLIES THAN INDICATED BY THE
DIAGRAMS ON THIS SHEET. WHEN PROVIDED, THE ADDITIONAL
DETAILED REQUIREMENTS SHALL GOVERN.

E. FIRE BARRIERS SHALL EXTEND FROM THE TOP OF THE
FOUNDATION OR FLOOR/CEILING ASSEMBLY BELOW TO THE
UNDERSIDE OF THE FLOOR OR ROOF SHEATHING, SLAB OR
DECK ABOVE AND SHALL BE SECURELY ATTACHED THERETO.
SUCH FIRE BARRIERS SHALL BE CONTINUOUS THROUGH
CONCEALED SPACES.

F. SHAFT ENCLOSURES SHALL BE CONSTRUCTED AS FIRE
BARRIERS.

G. FIRE PARTITIONS SHALL EXTEND FROM THE TOP OF THE
FOUNDATION OR FLOOR/CEILING ASSEMBLY BELOW TO THE
UNDERSIDE OF THE FLOOR OR ROOF SHEATHING, SLAB OR
DECK ABOVE OR TO THE FIRE-RESISTANCE-RATED
FLOOR/CEILING OR ROOF/CEILING ASSEMBLY ABOVE, AND
SHALL BE SECURELY ATTACHED THERETO.

H. SMOKE BARRIERS SHALL FORM AN EFFECTIVE MEMBRANE
CONTINUOUS FROM OUTSIDE WALL TO OUTSIDE WALL AND
FROM THE TOP OF THE FOUNDATION OR FLOOR/CEILING
ASSEMBLY BELOW TO THE UNDERSIDE OF THE FLOOR OR
ROOF SHEATHING, DECK OR SLAB ABOVE, INCLUDING
CONTINUITY THROUGH CONCEALED SPACES.

J. SMOKE PARTITIONS SHALL EXTEND FROM THE TOP OF THE
FOUNDATION OR FLOOR BELOW TO THE UNDERSIDE OF THE
FLOOR OR ROOF SHEATHING, DECK OR SLAB ABOVE OR TO
THE UNDERSIDE OF THE CEILING ABOVE WHERE THE CEILING
MEMBRANE IS CONSTRUCTED TO LIMIT THE TRANSFER OF
SMOKE.

COUNTY OF SANTA CRUZ MUNICIPAL CODE 2016

CALIFORNIA CODE OF REGULATIONS, TITLE 17-PUBLIC
HEALTH

2016
CAL/OSHA 2016
CALIFORNIA REFERENCES STANDARDS 2016
CALIFORNIA CODE OF REGULATIONS TITLE 24 PART 11
CALIFORNIA GREEN BUILDING STANDARDS CODE- 2016
CALIFORNIA FIRE CODE 2016

(CPC) CALIFORNIA PLUMBING CODE 2016
(CEC) CALIFORNIA ELECTRICAL CODE 2016
(CMC) CALIFORNIA MECHANICAL CODE 2016

CALIFORNIA ENERGY CODE-CALIFORNIA CODE OF
REGULATIONS TITLE 24 PART 6

2016

(CBC) CALIFORNIA BUILDING CODE-CALIFORNIA CODE OF
REGULATIONS TITLE 24 PART 2

2016

CALIFORNIA CODE OF REGULATIONS, TITLE 19- PUBLIC
UTILITY

2016

CALIFORNIA BUILDING CODES

BASIC OCCUPANCY GROUP(S) :

BUILDING CLASSIFICATION:

ACCESSORY OCCUPANCIES
[Accessory Occupancies <10% of Story]

INCIDENTAL USES
NONSEPARATED OCCUPANCIES*
SEPARATED OCCUPANCIES

*REFER TO FIRE AND LIFE SAFETY PLANS FOR SEPARATION  
REQUIREMENTS

GROUP A-1 GROUP A-2 GROUP A-3
GROUP A-4 GROUP A-5 GROUP B
GROUP E GROUP F-1 GROUP F-2
GROUP H-1 GROUP H-2 GROUP H-3
GROUP H-4 GROUP H-5 GROUP I-1
GROUP I-2.1 GROUP I-3 GROUP I-4
GROUP M GROUP R-1 GROUP R-2
GROUP R-3 GROUP R-4 GROUP S-1
GROUP S-2 GROUP U

TYPE I :  A B
TYPE II : A B
TYPE III : A B
TYPE IV : HT
TYPE V : A B

MIXED USE AND OCCUPANCY :

SPECIAL DETAILED REQUIREMENTS :
HIGH-RISE BUILDING
ATRIUM
OPEN PARKING GARAGE
GROUP I-2: (I-2.1)  

- SMOKE COMPARTMENTS
- REFUGE AREA

HAZARDOUS MATERIALS:
- CONTROL AREAS

MEZZANINE
EQUIPMENT PLATFORM

TYPE(S) OF CONSTRUCTION  :

[PER CBC CHAPTER 3]

[PER CBC SECTION 508 & 509]

OCCUPANCY CLASSIFICATION AND CONSTRUCTION TYPES PER CBC
CHAPTERS 3, 4, 5, AND 6

CIBC 508.2]

[CBC 508.3]
[CBC 508.4]

[PER CBC CHAPTER 6]

[PER CBC SECTION 403]
[PER CBC SECTION 404]

[PER CBC SECTION 505]

[CBC SECTION 509]

[PER CBC SECTION 406.5]
[PER CBC SECTION 407]

[PER CBC SECTION 414]

[PER CBC SECTION 505]

BUILDING AREA CALCULATIONS:

UNLIMITED AREA ALLOWED
UNLIMITED HEIGHT ALLOWED

UNLIMITED AREA BUILDING
NONSPRINKLERED, ONE-STORY, 60 FOOT YARDS
SPRINKLERED, ONE-STORY ABOVE GRADE PLANE, 60' YARDS
SPRINKLERED, TWO STORIES ABOVE GRADE PLANE, 60' YARDS

AUTOMATIC SPRINKLER SYSTEM INCREASE USED FOR ALLOWABLE 
HEIGHT MODIFICATION

20 FEET AND ONE STORY

NO ALLOWABLE HEIGHT OR AREA MODIFICATIONS USED

ALLOWABLE AREA MODIFICATIONS USED PER THE ALLOWABLE 
AREA CALCULATIONS ON THIS SHEET:

BUILDING AREA MODIFICATIONS
FRONTAGE INCREASE

(PER CBC EQUATION 5-1)

(PER CBC 504.2)

(PER CBC TABLE 503)
(PER CBC TABLE 503)

(PER CBC EQUATION 5-2)

(PER CBC SECTION 507)

PER CBC CHAPTER 5
MINIMUM FIRE-RESISTANCE REQUIREMENTS:
FIRE-RESISTIVE RATING REQUIREMENTS FOR BUILDING ELEMENTS :
[PER CBC TABLE 601]

HEALTH HUB
FLOOR AREA: 160,000 SQ FEET
LEVEL 2: 45,950 SQ FEET (SURGERY, HEALTH CLINICS)
LEVEL 3: 46,400 SQ FEET (HEALTH CLINICS)
LEVEL 4: 21,250 SQ FEET (HEALTH CLINICS, ADMINISTRATION)

0 < 3 FT
3 < 5 FT

5 < 10 FT
10 < 15 FT
15 < 20 FT
20 < 25 FT
25 < 30 FT

30 FT >

MAXIMUM AREA OF EXTERIOR WALL OPENINGS BASED ON FIRE 
SEPARATION DISTANCE:
FIRE SEPARATION 

DISTANCE (UP, NS) (UP, S) (P)
NP
NP

10%
15%
25%
45%
70%
NL

DEGREE OF PROTECTION

NP
15%
25%
45%
75%
NL
NL
NR

NP
15%
25%
45%
75%
NL
NL
NR

[PER IBC TABLE 705.8 EXCEPTION 2]

X < 5 FT
5 FT < X < 10 FT

10 FT < X < 30 FT
X > 30 FT

FIRE-RESISTANCE RATING FOR EXTERIOR WALLS BASED ON FIRE 
SEPARATION DISTANCE {X} :

CONSTRUCTION 
TYPE / OCCUPANCY IIB / B

1 HOURS
1 HOURS
1 HOURS
0 HOURS

1 HOURS
1 HOURS
1 HOURS
0 HOURS

IIA / B

[PER IBC TABLE 602]

SHAFT ENCLOSURES
FOUR STORIES OR MORE :
LESS THAN FOUR STORIES:

EXIT ENCLOSURES
FOUR STORIES OR MORE :
LESS THAN FOUR STORIES:

EXIT PASSAGEWAYS :
HOISTWAY ENCLOSURES :
ELEVATOR MACHINE ROOMS :

ADDITIONAL FIRE-RESISTIVE RATINGS :

DESCRIPTION CODE SECTION RATING (HR)

CORRIDORS:
OCCUPANCY: OCC LOAD SERVED: RATING (HR):
OCCUPANCY: OCC LOAD SERVED: RATING (HR):

SPRINKLERED:

OCCUPANCY: I2.1 OCC LOAD SERVED:  All RATING (HR):  1

2
1

2
1
1
1
1

CBC 713.4

CBC 1022.2

CBC 1023.3
CBC 3002.1
CBC 3006.4

A-3 ALL 0
B All 0

[CBC TABLE 1018.1]

AREA SCHEDULE (GROSS BUILDING)

Smoke Barriers 1 1/3
1 3/4
2 1 1/2

Exterior Walls 3 1 1/2
0.5 1/3

Other fire partitions: 1 3/4
0.5 1/3

Corridor walls: 1 1/3
Fire partitions

Shaft, exit enclosure and exit
passageway walls:
Other fire barriers:

1
1

1
3/4

Fire barriers having a required
fire-resistance rating of 1 hour

Fire walls and fire barriers
havinga required
fire-resistance rating greater
than 1 hour

4
3
2

1 1/2

3
3

1 1/2
1 1/2

TYPE OF ASSEMBLY REQ'D
ASSEMBLY

RATING

MIN. FIRE DOOR AND FIRE
SHUTTER ASSEMBLY

RATING

FIRE DOOR AND FIRE SHUTTER FIRE PROTECTION RATINGS (hours):
[PER CBC TABLE 716.5]

MORE THAN 1,000 4
501-1,000 3

1-500 2
OCCUPANCT LOAD MIN. # OF EXITS PER STORY

MIN. NUMBER OF EXITS FOR OCCUPANT LOAD (CBC
TABLE 1021.1)

I2.1 YES 20'-0"
B YES 50'-0"

A-3 YES 20'-0"
OCCUPANCY SPRINKLERED MAX. DISTANCE

DEAD ENDS (CBC TABLE 1018.4)

I2.1 YES 200'-0"
B YES 300'-0"

A-3 YES 250'-0"
OCCUPANCY SPRINKLERED MAX. DISTANCE

EXIT ACCESS TRAVEL DISTANCE (CBC TABLE 1016.2)
I2.1 YES 75'-0"
B YES 100'-0"

A-3 YES 75'-0"
OCCUPANCY SPRINKLERED MAX. DISTANCE

COMMON PATH OF EGRESS TRAVEL (CBC 1014.3)

LIFE SAFETY SYSTEMS:

AUTOMATIC SPRINKLER SYSTEM : PROVIDED PER NFPA 13

ALTERNATIVE AUTOMATIC FIRE-
EXTINGUISHING SYSTEMS :

PROVIDED - REFER TO FIRE 
PROTECTION DRAWINGS

STANDPIPE SYSTEM : PROVIDED PER NFPA 14 : CLASS I

PORTABLE FIRE EXTINGUISHERS : PROVIDED PER NFPA 10

FIRE ALARM SYSTEM : PROVIDED PER NFPA 72

(PER IBC AND IFC CHAPTER 9)

Combustible construction is not permitted except as allowed per CBC Section 603.

SHEET NUMBER

PROJECT NUMBER

SHEET TITLE

KEYPLAN

SEALS AND SIGNATURES

ISSUED FOR REV DATE

301 BATTERY STREET
7TH FLOOR
SAN FRANCISCO, CA 94111
415.227.0100
www.smithgroup.com

NOT FOR 
CONSTRUCTION
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ot 
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PMB Santa Cruz, LLC
3394 Carmel Mountain Road, 
Suite 200
San Diego, CA 92121

Structural
MIYAMOTO INTERNATIONAL, INC.
555 Montgomery Street, Suite 803
San Francisco, CA 94111
415.230.7097

Civil
IFLAND ENGINEERS, INC.
5300 Soquel Avenue, Suite 101 
Santa Cruz, CA 95062 
831.426.5313

MEP
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560 Mission Street, Suite 700 
San Francisco CA 94105 
415.957.9445

Parking
WALKER CONSULTANTS
601 California St, Suite 820
San Francisco, CA 94108
415.644.0630
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BUILDING CODE
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G2.0.0
21739.000
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MULTIPLIER FOR STORIES
ABOVE GRADE PLANE =

TABULAR AREA PER STORY {At} :
AREA INCREASE FACTOR {If} :
AREA INCREASE FACTOR {Is} :

ALLOWABLE AREA PER STORY {Aa} :

OCCUPANCY TYPE :

TOTAL ALLOWABLE BUILDING AREA
{Aa * Multiplier} =

[Allowable Heights and Stories are Feet
or Stories Above Grade Plane]

ALLOWABLE BUILDING HEIGHT :
ACTUAL BUILDING HEIGHT :

ALLOWABLE NUMBER OF STORIES :
ACTUAL NUMBER OF STORIES :

[REFER TO AREA EQUATIONS ON THIS SHEET FOR EQUATIONS 
USED] B

37500.00
0.75
2
140625.00

281250.00

85 FEET
65 FEET
6
4

2
[PER CBC 504.4]

Aa = {At + [At  * If] + [At * Is]} 

AREA EQUATIONS

AREA MODIFICATIONS :

(EQUATION 5-1)

Aa = ALLOWABLE AREA PER STORY (SQUARE FEET)
At = TABULAR AREA PER STORY (SQUARE FEET)
If = AREA INCREASE FACTOR DUE TO FRONTAGE AS 

CALCULATED
Is = AREA INCREASE FACTOR DUE TO SPRINKLER 

PROTECTION

If = [F / P - 0.25] W / 30
(EQUATION 5-2)

If = AREA INCREASE FACTOR DUE TO FRONTAGE
F = BUILDING PERIMETER THAT FRONTS ON A PUBLIC WAY OR 

OPEN SPACE HAVING 20 FEET OPEN MINIMUM WIDTH 
(FEET)
P = PERIMETER OF ENTIRE BUILDING (FEET)
W = WIDTH OF PUBLIC WAY OR OPEN SPACE (FEET)

SEPARATED OCCUPANCY CALCULATION :
(PER STORY)

ACTUAL AREA
OF OCCUPANCY 

ALLOWABLE AREA
OF OCCUPANCY

+ 

ACTUAL AREA
OF OCCUPANCY 

ALLOWABLE AREA
OF OCCUPANCY

+ 
..... 

..... = 1 < _ 

[PER CBC SECTION
508.4.2]

SEPARATED OCCUPANCY CALCULATION:

=

For mixed occupancy buildings more than one story above grade plane 
whose construction type does not allow for unlimited area, be sure to 
check the ratios of each story such that the total for all stories does not 
exceed the sum of three (3). Per CBC 506.2.4 

0.40

Level 1 - Group B
45000 SF
112500 SF

MULTIPLIER FOR STORIES
ABOVE GRADE PLANE =

TABULAR AREA PER STORY {At} :
AREA INCREASE FACTOR {If} :
AREA INCREASE FACTOR {Is} :

ALLOWABLE AREA PER STORY {Aa} :

OCCUPANCY TYPE :

TOTAL ALLOWABLE BUILDING AREA
{Aa * Multiplier} =

[Allowable Heights and Stories are Feet
or Stories Above Grade Plane]

ALLOWABLE BUILDING HEIGHT :
ACTUAL BUILDING HEIGHT :

ALLOWABLE NUMBER OF STORIES :
ACTUAL NUMBER OF STORIES :

[REFER TO AREA EQUATIONS ON THIS SHEET FOR EQUATIONS 
USED] I-2.1

15000.00
0.75
2
56250.00

168750.00

85 FEET
65 FEET
3
1

3
[PER CBC 504.4]

OCCUPANT LOAD BY FUNCTION OF SPACE

Level
LS Occupancy Class

Name

LS Occupancy
Class

Abbreviation LS Function of Space

LS
Occupant

Load Factor

LS OL Factor
Net Gross
Fixed_Key Area

Occupant
Load

LEVEL 1
LEVEL 1 Business / Ambulatory

Health Care
B BUSINESS USE - GENERAL 100 GSF 41,429 SF 415

LEVEL 1 Business / Business A-3 ASSEMBLY USE -
ACCESSORY

15 NSF 2,029 SF 136

LEVEL 1 Storage, S-2 / Storage,
Low-Hazard

S-1 ACCESSORY MECHANICAL
AND STORAGE AREAS

300 GSF 1,784 SF 6

LEVEL 1 Storage, S-2 / Storage,
Low-Hazard

S-1 ACCESSORY MECHANICAL
AND STORAGE AREAS

300 GSF 323 SF 2

45,565 SF 559
LEVEL 2
LEVEL 2 Business / Ambulatory

Health Care
B BUSINESS USE - GENERAL 100 GSF 31,889 SF 319

LEVEL 2 Institutional, I-2 /
Health Care

I-2.1 HEALTH CARE USE -
OUTPATIENT/AMBULATOR
Y CARE

100 GSF 12,310 SF 124

LEVEL 2 Storage, S-2 / Storage,
Low-Hazard

S-1 ACCESSORY MECHANICAL
AND STORAGE AREAS

300 GSF 323 SF 2

LEVEL 2 Storage, S-2 / Storage,
Low-Hazard

S-1 ACCESSORY MECHANICAL
AND STORAGE AREAS

300 GSF 122 SF 1

LEVEL 2 Storage, S-2 / Storage,
Low-Hazard

S-1 ACCESSORY MECHANICAL
AND STORAGE AREAS

300 GSF 84 SF 1

44,728 SF 447
LEVEL 3
LEVEL 3 Business / Ambulatory

Health Care
B BUSINESS USE - GENERAL 100 GSF 44,852 SF 449

LEVEL 3 Storage, S-2 / Storage,
Low-Hazard

S-1 ACCESSORY MECHANICAL
AND STORAGE AREAS

300 GSF 323 SF 2

LEVEL 3 Storage, S-2 / Storage,
Low-Hazard

S-1 ACCESSORY MECHANICAL
AND STORAGE AREAS

300 GSF 122 SF 1

LEVEL 3 Storage, S-2 / Storage,
Low-Hazard

S-1 ACCESSORY MECHANICAL
AND STORAGE AREAS

300 GSF 84 SF 1

45,381 SF 453
LEVEL 4
LEVEL 4 Business / Ambulatory

Health Care
B BUSINESS USE - GENERAL 100 GSF 19,972 SF 200

LEVEL 4 Business / Business A-3 ASSEMBLY USE -
ACCESSORY

15 NSF 1,759 SF 118

LEVEL 4 Storage, S-2 / Storage,
Low-Hazard

S-1 ACCESSORY MECHANICAL
AND STORAGE AREAS

300 GSF 122 SF 1

LEVEL 4 Storage, S-2 / Storage,
Low-Hazard

S-1 ACCESSORY MECHANICAL
AND STORAGE AREAS

300 GSF 84 SF 1

21,937 SF 320
157,611 SF 1779

LEVEL 1 TOTALS: OCCUPANTS

LEVEL 2 TOTALS: OCCUPANTS

LEVEL 3 TOTALS: OCCUPANTS

LEVEL 4 TOTALS: OCCUPANTS
BUILDING TOTALS: OCCUPANTS

112,500 = (37,500' + (37,000' x 0) + (37,000' x 2))

SEPARATED OCCUPANCY CALCULATION:

+ == 0.56

Level 2 - Group B & I-2.1
33000 SF
112500 SF

12000 SF
45000 SF

SEPARATED OCCUPANCY CALCULATION:

= 0.36

Level 3 - Group B
41000 SF
112500 SF

SEPARATED OCCUPANCY CALCULATION:

= 0.20

Level 4 - Group B
23000 SF
112500 SF

L1 + L2 + L3 + L4 = O.40 + 0.56 + 0.36 + 0.20 = 1.52 < 2 (PER CBC 506.2.4)

MINIMUM PLUMBING FACILITIES

NOT USED

SCALE: 1" = 50'-0"1 LEVEL 1 - LS OCCUPANCY CLASSIFICATION PLAN
SCALE: 1" = 50'-0"2 LEVEL 2 - LS OCCUPANCY CLASSIFICATION PLAN

SCALE: 1" = 50'-0"3 LEVEL 3 - LS OCCUPANCY CLASSIFICATION PLAN
SCALE: 1" = 50'-0"4 LEVEL 4 - LS OCCUPANCY CLASSIFICATION PLAN

OCCUPANCY CLASSIFICATION PLANS

PRE-APPLICATION SUBMITTAL 08/23/2018
PERMIT APPLICATION 03/27/2019
PERMIT RESUBMITTAL 06/24/2019



(E)

(E)

(E)

(E)

(E)

SP SPSP SP SP

2FW 2FW2FW 2FW 2FW

05FP 05FP05FP 05FP 05FP

1FB 1FB1FB 1FB 1FB

1FSB 1FSB1FSB 1FSB 1FSB

FEC FSP

FHVC

FDCS

FAS
FAACP

FDC

FE

FKS

= FIRE WALL

1FSB"X"

FIRE-RESISTANCE-RATING (HOURS)

TYPE OF WALL 
ASSEMBLY

OPTIONAL HORIZONTAL 
EXIT DESIGNATION

= SMOKE PARTITION

= FIRE PARTITION
= FIRE BARRIER
= FIRE & SMOKE BARRIER

FIRE-RESISTANCE-RATED WALL ASSEMBLIES

05 = 1/2 HOUR
1 = 1 HOUR
2 = 2 HOUR
3 = 3 HOUR
4 = 4 HOUR  

EXITING SYMBOLS

= EXIT TO EXTERIOR

= EXIT FROM A SPACE

= EXIT FROM STORY

(E) = Existing Construction

= DEAD END

= EXIT ACCESS

= COMMON PATH OF 
EXIT TRAVEL

EGRESS COMPONENT CAPACITY SYMBOLS

REQUIRED 
CAPACITY

FUNCTION OF SPACE TAG
OCC CLASSIFICATION 
ABBREVIATION

AREA OF SPACE
OCCUPANT LOAD

(E) = Existing Construction

(E) = Existing Construction
Path ID

TRAVEL DISTANCE
Path ID

TRAVEL DISTANCE

FIRE PROTECTION SYMBOLS

= FIRE EXTINGUISHER 
CABINET

= FIRE STANDPIPE

= FIRE HOSE VALVE 
CABINET

= FIRE DEPT 
COMMUNICATION 
SYSTEM

= FIRE ALARM 
STATION = FIRE ALARM 

ANNUNCIATOR 
CONTROL PANEL

= FIRE 
DEPARTMENT 
CONNECTION = FIREMAN'S 

KEYSAFE (KNOX 
BOX)

= FIRE 
EXTINGUISHER

TRAVEL DISTANCE
Path ID

95000
100

OCC CLASS ABRV

32"
150
30"

160
CALCULATED 

EXIT WIDTH 
REQUIRED (IN.)

ACTUAL CAPACITY

EXIT WIDTH 
PROVIDED (IN.)

36"
180
36"

200
EXIT WIDTH 
PROVIDED (IN.)

ACTUAL CAPACITY

CALCULATED 
EXIT WIDTH 

REQUIRED (IN.)

REQUIRED 
CAPACITY

41429 SF
415
B

2029 SF
136
A-3

1784 SF
6

S-1

323 SF
2

S-1

120' - 0"
Egress Path B

127' - 0"
Egress Path A

138' - 5"
Egress Path D

76' - 9"
Egress Path C

53' - 11"
Egress Path E

102' - 5"
Egress Path F

72' - 10"
Egress Path G

113' - 3"
Egress Path H

182' - 2"
Egress Path I

29' - 2"
Egress Path J

37' - 10"
Egress Path K

124' - 8"
Egress Path L

49' - 8"
Egress Path M

FUNCTION OF SPACE LEGEND

ACCESSORY MECHANICAL AND STORAGE AREAS

ASSEMBLY USE - ACCESSORY

BUSINESS USE - GENERAL

Calculating...

S-1

A-3

B

34"
170

34"
170

34"
17070"

350

70"
350

34"
170

34"
170

40"
200

70"
350

34"
170

70"
350

70"
350

34"
170

TRUE NORTH
PROJECT NORTH
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San Diego, CA 92121

Structural
MIYAMOTO INTERNATIONAL, INC.
555 Montgomery Street, Suite 803
San Francisco, CA 94111
415.230.7097
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IFLAND ENGINEERS, INC.
5300 Soquel Avenue, Suite 101 
Santa Cruz, CA 95062 
831.426.5313

MEP
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WALKER CONSULTANTS
601 California St, Suite 820
San Francisco, CA 94108
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EXITING & LIFE SAFETY -
LEVEL 1

G2.1.0
21739.000

SD

Au
tho

r
GRAPHIC LEGEND

SCALE: 1/16" = 1'-0"1 LEVEL 1

LS TRAVEL DISTANCES
Path ID Type Travel Distance Length

Egress Path A Exit Access 127' - 0"
Egress Path AA Exit Access 124' - 6"
Egress Path AB Exit Access 96' - 0"
Egress Path AC Exit Access 265' - 6"
Egress Path AD Exit Access 77' - 0"
Egress Path AE Exit Access 124' - 6"
Egress Path AF Exit Access 96' - 0"
Egress Path B Exit Access 120' - 0"
Egress Path C Exit Access 77' - 0"
Egress Path D Exit Access 138' - 6"
Egress Path E Exit Access 54' - 0"
Egress Path F Exit Access 102' - 6"
Egress Path G Exit Access 73' - 0"
Egress Path H Exit Access 113' - 6"
Egress Path I Exit Access 182' - 0"
Egress Path J Exit Access 29' - 0"
Egress Path K Exit Access 38' - 0"
Egress Path L Exit Access 124' - 6"
Egress Path M Exit Access 49' - 6"
Egress Path N Exit Access 160' - 0"
Egress Path O Exit Access 170' - 6"
Egress Path P Exit Access 101' - 0"
Egress Path Q Exit Access 156' - 6"
Egress Path R Exit Access 116' - 0"
Egress Path S Exit Access 176' - 0"
Egress Path T Exit Access 124' - 6"
Egress Path U Exit Access 96' - 0"
Egress Path V Exit Access 141' - 6"
Egress Path W Exit Access 156' - 0"
Egress Path X Exit Access 157' - 0"
Egress Path Y Exit Access 146' - 6"
Egress Path Z Exit Access 176' - 0"

OCCUPANT LOAD

LS OCCUPANT LOAD SUMMARY

Level Area

LS Occupancy
Class

Abbreviation

LS
Occupant

Load Factor
Occupant

Load
LEVEL 1
LEVEL 1 41,429 SF B 100 415
LEVEL 1 2,029 SF A-3 15 136
LEVEL 1 1,784 SF S-1 300 6
LEVEL 1 323 SF S-1 300 2

559
LEVEL 2
LEVEL 2 12,310 SF I-2.1 100 124
LEVEL 2 31,889 SF B 100 319
LEVEL 2 323 SF S-1 300 2
LEVEL 2 122 SF S-1 300 1
LEVEL 2 84 SF S-1 300 1

447
LEVEL 3
LEVEL 3 44,852 SF B 100 449
LEVEL 3 323 SF S-1 300 2
LEVEL 3 122 SF S-1 300 1
LEVEL 3 84 SF S-1 300 1

453
LEVEL 4
LEVEL 4 19,972 SF B 100 200
LEVEL 4 1,759 SF A-3 15 118
LEVEL 4 122 SF S-1 300 1
LEVEL 4 84 SF S-1 300 1

320
1779

REFER TO SHEET G2.0.0 FOR DETAILED OCCUPANT LOAD

PERMIT APPLICATION 03/27/2019
PERMIT RESUBMITTAL 06/24/2019



(E)

(E)

(E)

(E)

(E)

SP SPSP SP SP

2FW 2FW2FW 2FW 2FW

05FP 05FP05FP 05FP 05FP

1FB 1FB1FB 1FB 1FB

1FSB 1FSB1FSB 1FSB 1FSB

FEC FSP

FHVC

FDCS

FAS
FAACP

FDC

FE

FKS

= FIRE WALL

1FSB"X"

FIRE-RESISTANCE-RATING (HOURS)

TYPE OF WALL 
ASSEMBLY

OPTIONAL HORIZONTAL 
EXIT DESIGNATION

= SMOKE PARTITION

= FIRE PARTITION
= FIRE BARRIER
= FIRE & SMOKE BARRIER

FIRE-RESISTANCE-RATED WALL ASSEMBLIES

05 = 1/2 HOUR
1 = 1 HOUR
2 = 2 HOUR
3 = 3 HOUR
4 = 4 HOUR  

EXITING SYMBOLS

= EXIT TO EXTERIOR

= EXIT FROM A SPACE

= EXIT FROM STORY

(E) = Existing Construction

= DEAD END

= EXIT ACCESS

= COMMON PATH OF 
EXIT TRAVEL

EGRESS COMPONENT CAPACITY SYMBOLS

REQUIRED 
CAPACITY

FUNCTION OF SPACE TAG
OCC CLASSIFICATION 
ABBREVIATION

AREA OF SPACE
OCCUPANT LOAD

(E) = Existing Construction

(E) = Existing Construction
Path ID

TRAVEL DISTANCE
Path ID

TRAVEL DISTANCE

FIRE PROTECTION SYMBOLS

= FIRE EXTINGUISHER 
CABINET

= FIRE STANDPIPE

= FIRE HOSE VALVE 
CABINET

= FIRE DEPT 
COMMUNICATION 
SYSTEM

= FIRE ALARM 
STATION = FIRE ALARM 

ANNUNCIATOR 
CONTROL PANEL

= FIRE 
DEPARTMENT 
CONNECTION = FIREMAN'S 

KEYSAFE (KNOX 
BOX)

= FIRE 
EXTINGUISHER

TRAVEL DISTANCE
Path ID

95000
100

OCC CLASS ABRV

32"
150
30"

160
CALCULATED 

EXIT WIDTH 
REQUIRED (IN.)

ACTUAL CAPACITY

EXIT WIDTH 
PROVIDED (IN.)

36"
180
36"

200
EXIT WIDTH 
PROVIDED (IN.)

ACTUAL CAPACITY

CALCULATED 
EXIT WIDTH 

REQUIRED (IN.)

REQUIRED 
CAPACITY

12310 SF
124
I-2.1

OPEN 
BELOW

31889 SF
319
B

323 SF
2

S-1

122 SF
1

S-1

84 SF
1

S-1

SHAFT SHAFT

SHAFT SHAFT

175' - 10"
Egress Path S

116' - 3"
Egress Path R

124' - 6"
Egress Path T

96' - 2"
Egress Path U

156' - 4"
Egress Path Q

159' - 11"
Egress Path N

100' - 11"
Egress Path P

170' - 7"
Egress Path O

FUNCTION OF SPACE LEGEND

ACCESSORY MECHANICAL AND STORAGE AREAS

BUSINESS USE - GENERAL

HEALTH CARE USE - OUTPATIENT/AMBULATORY CARE

Calculating...

S-1

B

I2.1

TRUE NORTH
PROJECT NORTH

TRUE NORTH
PROJECT NORTH
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3394 Carmel Mountain Road, 
Suite 200
San Diego, CA 92121

Structural
MIYAMOTO INTERNATIONAL, INC.
555 Montgomery Street, Suite 803
San Francisco, CA 94111
415.230.7097
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IFLAND ENGINEERS, INC.
5300 Soquel Avenue, Suite 101 
Santa Cruz, CA 95062 
831.426.5313

MEP
ARUP
560 Mission Street, Suite 700 
San Francisco CA 94105 
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Architect
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 P
M

EXITING & LIFE SAFETY -
LEVEL 2

G2.2.0
21739.000

SD

Au
tho

r
GRAPHIC LEGEND

SCALE: 1/16" = 1'-0"1 LEVEL 2

LS TRAVEL DISTANCES
Path ID Type Travel Distance Length

Egress Path A Exit Access 127' - 0"
Egress Path AA Exit Access 124' - 6"
Egress Path AB Exit Access 96' - 0"
Egress Path AC Exit Access 265' - 6"
Egress Path AD Exit Access 77' - 0"
Egress Path AE Exit Access 124' - 6"
Egress Path AF Exit Access 96' - 0"
Egress Path B Exit Access 120' - 0"
Egress Path C Exit Access 77' - 0"
Egress Path D Exit Access 138' - 6"
Egress Path E Exit Access 54' - 0"
Egress Path F Exit Access 102' - 6"
Egress Path G Exit Access 73' - 0"
Egress Path H Exit Access 113' - 6"
Egress Path I Exit Access 182' - 0"
Egress Path J Exit Access 29' - 0"
Egress Path K Exit Access 38' - 0"
Egress Path L Exit Access 124' - 6"
Egress Path M Exit Access 49' - 6"
Egress Path N Exit Access 160' - 0"
Egress Path O Exit Access 170' - 6"
Egress Path P Exit Access 101' - 0"
Egress Path Q Exit Access 156' - 6"
Egress Path R Exit Access 116' - 0"
Egress Path S Exit Access 176' - 0"
Egress Path T Exit Access 124' - 6"
Egress Path U Exit Access 96' - 0"
Egress Path V Exit Access 141' - 6"
Egress Path W Exit Access 156' - 0"
Egress Path X Exit Access 157' - 0"
Egress Path Y Exit Access 146' - 6"
Egress Path Z Exit Access 176' - 0"

OCCUPANT LOAD

LS OCCUPANT LOAD SUMMARY

Level Area

LS Occupancy
Class

Abbreviation

LS
Occupant

Load Factor
Occupant

Load
LEVEL 1
LEVEL 1 41,429 SF B 100 415
LEVEL 1 2,029 SF A-3 15 136
LEVEL 1 1,784 SF S-1 300 6
LEVEL 1 323 SF S-1 300 2

559
LEVEL 2
LEVEL 2 12,310 SF I-2.1 100 124
LEVEL 2 31,889 SF B 100 319
LEVEL 2 323 SF S-1 300 2
LEVEL 2 122 SF S-1 300 1
LEVEL 2 84 SF S-1 300 1

447
LEVEL 3
LEVEL 3 44,852 SF B 100 449
LEVEL 3 323 SF S-1 300 2
LEVEL 3 122 SF S-1 300 1
LEVEL 3 84 SF S-1 300 1

453
LEVEL 4
LEVEL 4 19,972 SF B 100 200
LEVEL 4 1,759 SF A-3 15 118
LEVEL 4 122 SF S-1 300 1
LEVEL 4 84 SF S-1 300 1

320
1779

REFER TO SHEET G2.0.0 FOR DETAILED OCCUPANT LOAD

PERMIT APPLICATION 03/27/2019
PERMIT RESUBMITTAL 06/24/2019



(E)

(E)

(E)

(E)

(E)

SP SPSP SP SP

2FW 2FW2FW 2FW 2FW

05FP 05FP05FP 05FP 05FP

1FB 1FB1FB 1FB 1FB

1FSB 1FSB1FSB 1FSB 1FSB

FEC FSP

FHVC

FDCS

FAS
FAACP

FDC

FE

FKS

= FIRE WALL

1FSB"X"

FIRE-RESISTANCE-RATING (HOURS)

TYPE OF WALL 
ASSEMBLY

OPTIONAL HORIZONTAL 
EXIT DESIGNATION

= SMOKE PARTITION

= FIRE PARTITION
= FIRE BARRIER
= FIRE & SMOKE BARRIER

FIRE-RESISTANCE-RATED WALL ASSEMBLIES

05 = 1/2 HOUR
1 = 1 HOUR
2 = 2 HOUR
3 = 3 HOUR
4 = 4 HOUR  

EXITING SYMBOLS

= EXIT TO EXTERIOR

= EXIT FROM A SPACE

= EXIT FROM STORY

(E) = Existing Construction

= DEAD END

= EXIT ACCESS

= COMMON PATH OF 
EXIT TRAVEL

EGRESS COMPONENT CAPACITY SYMBOLS

REQUIRED 
CAPACITY

FUNCTION OF SPACE TAG
OCC CLASSIFICATION 
ABBREVIATION

AREA OF SPACE
OCCUPANT LOAD

(E) = Existing Construction

(E) = Existing Construction
Path ID

TRAVEL DISTANCE
Path ID

TRAVEL DISTANCE

FIRE PROTECTION SYMBOLS

= FIRE EXTINGUISHER 
CABINET

= FIRE STANDPIPE

= FIRE HOSE VALVE 
CABINET

= FIRE DEPT 
COMMUNICATION 
SYSTEM

= FIRE ALARM 
STATION = FIRE ALARM 

ANNUNCIATOR 
CONTROL PANEL

= FIRE 
DEPARTMENT 
CONNECTION = FIREMAN'S 

KEYSAFE (KNOX 
BOX)

= FIRE 
EXTINGUISHER

TRAVEL DISTANCE
Path ID

95000
100

OCC CLASS ABRV

32"
150
30"

160
CALCULATED 

EXIT WIDTH 
REQUIRED (IN.)

ACTUAL CAPACITY

EXIT WIDTH 
PROVIDED (IN.)

36"
180
36"

200
EXIT WIDTH 
PROVIDED (IN.)

ACTUAL CAPACITY

CALCULATED 
EXIT WIDTH 

REQUIRED (IN.)

REQUIRED 
CAPACITY

SHAFT SHAFT

SHAFT SHAFT

44852 SF
449
B

323 SF
2

S-1

122 SF
1

S-1

84 SF
1

S-1

141' - 6"
Egress Path V

156' - 3"
Egress Path W

156' - 9"
Egress Path X

146' - 7"
Egress Path Y

175' - 10"
Egress Path Z

124' - 6"
Egress Path AA

96' - 2"
Egress Path AB

FUNCTION OF SPACE LEGEND

ACCESSORY MECHANICAL AND STORAGE
AREAS

BUSINESS USE - GENERAL

Calculating...

S-1

B

TRUE NORTH
PROJECT NORTH

44852 SF
449
B
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MIYAMOTO INTERNATIONAL, INC.
555 Montgomery Street, Suite 803
San Francisco, CA 94111
415.230.7097

Civil
IFLAND ENGINEERS, INC.
5300 Soquel Avenue, Suite 101 
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EXITING & LIFE SAFETY -
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G2.3.0
21739.000
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r
GRAPHIC LEGEND

SCALE: 1/16" = 1'-0"1 LEVEL 3

LS TRAVEL DISTANCES
Path ID Type Travel Distance Length

Egress Path A Exit Access 127' - 0"
Egress Path AA Exit Access 124' - 6"
Egress Path AB Exit Access 96' - 0"
Egress Path AC Exit Access 265' - 6"
Egress Path AD Exit Access 77' - 0"
Egress Path AE Exit Access 124' - 6"
Egress Path AF Exit Access 96' - 0"
Egress Path B Exit Access 120' - 0"
Egress Path C Exit Access 77' - 0"
Egress Path D Exit Access 138' - 6"
Egress Path E Exit Access 54' - 0"
Egress Path F Exit Access 102' - 6"
Egress Path G Exit Access 73' - 0"
Egress Path H Exit Access 113' - 6"
Egress Path I Exit Access 182' - 0"
Egress Path J Exit Access 29' - 0"
Egress Path K Exit Access 38' - 0"
Egress Path L Exit Access 124' - 6"
Egress Path M Exit Access 49' - 6"
Egress Path N Exit Access 160' - 0"
Egress Path O Exit Access 170' - 6"
Egress Path P Exit Access 101' - 0"
Egress Path Q Exit Access 156' - 6"
Egress Path R Exit Access 116' - 0"
Egress Path S Exit Access 176' - 0"
Egress Path T Exit Access 124' - 6"
Egress Path U Exit Access 96' - 0"
Egress Path V Exit Access 141' - 6"
Egress Path W Exit Access 156' - 0"
Egress Path X Exit Access 157' - 0"
Egress Path Y Exit Access 146' - 6"
Egress Path Z Exit Access 176' - 0"

OCCUPANT LOAD

LS OCCUPANT LOAD SUMMARY

Level Area

LS Occupancy
Class

Abbreviation

LS
Occupant

Load Factor
Occupant

Load
LEVEL 1
LEVEL 1 41,429 SF B 100 415
LEVEL 1 2,029 SF A-3 15 136
LEVEL 1 1,784 SF S-1 300 6
LEVEL 1 323 SF S-1 300 2

559
LEVEL 2
LEVEL 2 12,310 SF I-2.1 100 124
LEVEL 2 31,889 SF B 100 319
LEVEL 2 323 SF S-1 300 2
LEVEL 2 122 SF S-1 300 1
LEVEL 2 84 SF S-1 300 1

447
LEVEL 3
LEVEL 3 44,852 SF B 100 449
LEVEL 3 323 SF S-1 300 2
LEVEL 3 122 SF S-1 300 1
LEVEL 3 84 SF S-1 300 1

453
LEVEL 4
LEVEL 4 19,972 SF B 100 200
LEVEL 4 1,759 SF A-3 15 118
LEVEL 4 122 SF S-1 300 1
LEVEL 4 84 SF S-1 300 1

320
1779

REFER TO SHEET G2.0.0 FOR DETAILED OCCUPANT LOAD

PERMIT APPLICATION 03/27/2019
PERMIT RESUBMITTAL 06/24/2019



(E)

(E)

(E)

(E)

(E)

SP SPSP SP SP

2FW 2FW2FW 2FW 2FW

05FP 05FP05FP 05FP 05FP

1FB 1FB1FB 1FB 1FB

1FSB 1FSB1FSB 1FSB 1FSB

FEC FSP

FHVC

FDCS

FAS
FAACP

FDC

FE

FKS

= FIRE WALL

1FSB"X"

FIRE-RESISTANCE-RATING (HOURS)

TYPE OF WALL 
ASSEMBLY

OPTIONAL HORIZONTAL 
EXIT DESIGNATION

= SMOKE PARTITION

= FIRE PARTITION
= FIRE BARRIER
= FIRE & SMOKE BARRIER

FIRE-RESISTANCE-RATED WALL ASSEMBLIES

05 = 1/2 HOUR
1 = 1 HOUR
2 = 2 HOUR
3 = 3 HOUR
4 = 4 HOUR  

EXITING SYMBOLS

= EXIT TO EXTERIOR

= EXIT FROM A SPACE

= EXIT FROM STORY

(E) = Existing Construction

= DEAD END

= EXIT ACCESS

= COMMON PATH OF 
EXIT TRAVEL

EGRESS COMPONENT CAPACITY SYMBOLS

REQUIRED 
CAPACITY

FUNCTION OF SPACE TAG
OCC CLASSIFICATION 
ABBREVIATION

AREA OF SPACE
OCCUPANT LOAD

(E) = Existing Construction

(E) = Existing Construction
Path ID

TRAVEL DISTANCE
Path ID

TRAVEL DISTANCE

FIRE PROTECTION SYMBOLS

= FIRE EXTINGUISHER 
CABINET

= FIRE STANDPIPE

= FIRE HOSE VALVE 
CABINET

= FIRE DEPT 
COMMUNICATION 
SYSTEM

= FIRE ALARM 
STATION = FIRE ALARM 

ANNUNCIATOR 
CONTROL PANEL

= FIRE 
DEPARTMENT 
CONNECTION = FIREMAN'S 

KEYSAFE (KNOX 
BOX)

= FIRE 
EXTINGUISHER

TRAVEL DISTANCE
Path ID

95000
100

OCC CLASS ABRV

32"
150
30"

160
CALCULATED 

EXIT WIDTH 
REQUIRED (IN.)

ACTUAL CAPACITY

EXIT WIDTH 
PROVIDED (IN.)

36"
180
36"

200
EXIT WIDTH 
PROVIDED (IN.)

ACTUAL CAPACITY

CALCULATED 
EXIT WIDTH 

REQUIRED (IN.)

REQUIRED 
CAPACITY

19972 SF
200
B

SHAFT SHAFT

1759 SF
118
A-3

122 SF
1

S-1

84 SF
1

S-1

265' - 9"
Egress Path AC

77' - 2"
Egress Path AD

124' - 6"
Egress Path AE

96' - 2"
Egress Path AF

ROOF (UNOCCUPIED)

FUNCTION OF SPACE LEGEND

ACCESSORY MECHANICAL AND STORAGE AREAS

ASSEMBLY USE - ACCESSORY

BUSINESS USE - GENERAL

Calculating...

S-1

A-3

B

TRUE NORTH
PROJECT NORTH

OPEN 
BELOW
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SCALE: 1/16" = 1'-0"1 LEVEL 4

Path ID Type Travel Distance Length

Egress Path A Exit Access 127' - 0"
Egress Path AA Exit Access 124' - 6"
Egress Path AB Exit Access 96' - 0"
Egress Path AC Exit Access 265' - 6"
Egress Path AD Exit Access 77' - 0"
Egress Path AE Exit Access 124' - 6"
Egress Path AF Exit Access 96' - 0"
Egress Path B Exit Access 120' - 0"
Egress Path C Exit Access 77' - 0"
Egress Path D Exit Access 138' - 6"
Egress Path E Exit Access 54' - 0"
Egress Path F Exit Access 102' - 6"
Egress Path G Exit Access 73' - 0"
Egress Path H Exit Access 113' - 6"
Egress Path I Exit Access 182' - 0"
Egress Path J Exit Access 29' - 0"
Egress Path K Exit Access 38' - 0"
Egress Path L Exit Access 124' - 6"
Egress Path M Exit Access 49' - 6"
Egress Path N Exit Access 160' - 0"
Egress Path O Exit Access 170' - 6"
Egress Path P Exit Access 101' - 0"
Egress Path Q Exit Access 156' - 6"
Egress Path R Exit Access 116' - 0"
Egress Path S Exit Access 176' - 0"
Egress Path T Exit Access 124' - 6"
Egress Path U Exit Access 96' - 0"
Egress Path V Exit Access 141' - 6"
Egress Path W Exit Access 156' - 0"
Egress Path X Exit Access 157' - 0"
Egress Path Y Exit Access 146' - 6"
Egress Path Z Exit Access 176' - 0"

LS TRAVEL DISTANCES

OCCUPANT LOAD

LS OCCUPANT LOAD SUMMARY

Level Area

LS Occupancy
Class

Abbreviation

LS
Occupant

Load Factor
Occupant

Load
LEVEL 1
LEVEL 1 41,429 SF B 100 415
LEVEL 1 2,029 SF A-3 15 136
LEVEL 1 1,784 SF S-1 300 6
LEVEL 1 323 SF S-1 300 2

559
LEVEL 2
LEVEL 2 12,310 SF I-2.1 100 124
LEVEL 2 31,889 SF B 100 319
LEVEL 2 323 SF S-1 300 2
LEVEL 2 122 SF S-1 300 1
LEVEL 2 84 SF S-1 300 1

447
LEVEL 3
LEVEL 3 44,852 SF B 100 449
LEVEL 3 323 SF S-1 300 2
LEVEL 3 122 SF S-1 300 1
LEVEL 3 84 SF S-1 300 1

453
LEVEL 4
LEVEL 4 19,972 SF B 100 200
LEVEL 4 1,759 SF A-3 15 118
LEVEL 4 122 SF S-1 300 1
LEVEL 4 84 SF S-1 300 1

320
1779

REFER TO SHEET G2.0.0 FOR DETAILED OCCUPANT LOAD

PERMIT APPLICATION 03/27/2019
PERMIT RESUBMITTAL 06/24/2019
















